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3-Pole Fan lsolator Switch 230-240V AC 64 Single Phase
PLEASE BEAD ALL INSTRUCTIONS CAREFULLY BEFORE STARTING INSTALLATION AND
LEAVE WITH THE END USER.
This swilch provides double or triple pole isolation wilh a contact separation of at least 3mm. lt is NOT
a 3-phase isolator. The swilch isolates the local mains supply to a controller and/or fan for service or
repair. The third pole isolates a switched live signal for timers, etc.

SAFETY
All electrical conneclions should be made by a properly qualif ied electrician. The siting and installation
MUST comply with the current l.E.E. Regulations (UK) or the appropriate slandards in your country.

The switch must nol be installed in a shower cubicle or enclosure. lt must be sited away from direct
sources of water spray and out of reach of a person using a fixed bath or shower. Ensure the continuity
of any protective conductors used.

WARNING: Ensur€ that the mains supply is isolated before wiring the switch as shown below. Also read any
inslruction l€aflets provided with ths controller and/or fan. Double check the wiring and make sure all conneclions
are secur€. Do not trap any wires during installation.

Ail regulatiorLe aN reqJircments MUST bd strictly tollowed to prcvent hazads to life and property boah during and alter installation,
and during any subsequent servicing and maintenat:r€.
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